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61 06161035 Central Middle School 1953 Feb‐22 1 Sink SERVE‐1031 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink STAFF‐1040 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Sink FOODS‐2026 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161035 Central Middle School 1953 Feb‐22 1 Water Fountain METAL‐2010 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐25 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Aug‐19 1 Sink CLASS‐1030 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Water Fountain CORRIDOR‐1002 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Water Fountain CORRIDOR‐1002 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Water Filling Station CORRIDOR‐2040 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Sink STAFF‐2043 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Water Filling Station CORRIDOR‐2049 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Water Filling Station CORRIDOR‐2017 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Sink PORTABLE‐85 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Oct‐20 1 Water Fountain CORRIDOR‐1010 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐23 30‐Mar‐22
61 06161019 Cloverdale Traditional Elementary 1963 Jan‐20 1 Sink MEDIC‐2045 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Water Fountain CORRIDOR‐1078 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Jan‐19 1 Water Filling Station CORRIDOR‐1050 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Jan‐19 1 Water Filling Station CORRIDOR‐1003 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Jan‐19 1 Sink STAFF‐1013 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Sink FOODS‐1086 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Sink FOODS‐1086 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Sink FOODS‐1086 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Sink FOODS‐1086 0.005 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Sink FOODS‐1086 0.005 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Aug‐19 1 Sink FOODS‐1086 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Aug‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Jan‐19 1 Sink FOODS‐1086 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Jan‐19 1 Sink SERVERY‐1076 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161068 Colquitz Middle School 2004 Jan‐19 1 Sink MEDICAL‐1098 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Water Fountain CORRIDOR‐1044 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Sink STAFF‐0001 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Sink MEDIC‐1003 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Water Filling Station CORRIDOR‐1044 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Sink KITCHEN‐1028 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Sink KITCHEN‐1028 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Sink KITCHEN‐1028 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161010 Craigflower Elementary 1963 Jan‐19 1 Water Filling Station CORRIDOR‐2025 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐22 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Water Filling Station CORRIDOR‐1012 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Water Fountain CORRIDOR‐1012 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Water Fountain CORRIDOR‐1014 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Water Fountain CORRIDOR‐1036 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Water Filling Station CORRIDOR‐1037 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Water Fountain CORRIDOR‐1059 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Sink STAFF‐1078 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161028 Doncaster Elementary 1945 Jan‐20 1 Sink SERVERY‐1013 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jan‐23 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 2 Sink WASHROOM‐1004 0.002 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1006 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 2 Water Fountain CLASS‐1009 0.003 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Sink STAFF‐1052 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 2 Water Fountain CLASS‐1044 0.001 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 2 Water Fountain CLASS‐1043 0.001 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1042 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1040 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1039 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1038 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CORRIDOR‐1028 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 2 Water Fountain CLASS‐1030 0.000 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1029 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1027 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 1 Water Fountain CLASS‐1026 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161067 Eagle View Elementary 1999 Mar‐22 2 Sink KITCHEN‐1023 0.000 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Mar‐25 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Jul‐19 1 Water Fountain CORRIDOR‐1055 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jul‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Jul‐19 1 Water Filling Station CORRIDOR‐1055 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jul‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 1 Water Fountain CORRIDOR‐1045 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 1 Sink STAFF‐1054 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 1 Sink PORTABLE‐OSC 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 1 Water Fountain CORRIDOR‐2008 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 1 Water Filling Station CORRIDOR‐2037 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 2 Sink MEDIC‐1056 0.001 No 30 Sec flush before use until filter can  Information is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161040 Ecole Macaulay Elementary 1954 Oct‐19 1 Sink CLASS‐2018 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
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61 06161038 Glanford Middle School 1955 Feb‐
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61 06161018 Victoria High 1911 Oct‐19 1 Sink FOODS‐1013 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161018 Victoria High 1911 Dec‐19 1 Sink KITCH‐2020 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161018 Victoria High 1911 Dec‐19 1 Water Fountain GYM‐0030 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Water Filling Station CORRIDOR‐1064 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Water Fountain CORRIDOR‐1064 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Feb‐21 1 Sink MEDIC‐1057 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐24 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Sink STAFF‐1055 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Water Fountain CORRIDOR‐1049 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Water Filling Station CORRIDOR‐1049 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Water Fountain CORRIDOR‐1032 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Sink ANNEX‐A1001 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Feb‐21 1 Sink KITCH‐1038 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐24 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Dec‐19 1 Sink KITCH‐1038 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Dec‐22 30‐Mar‐22
61 06161004 Victoria West Elementary 1969 Feb‐21 1 Sink KITCH‐1038 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Feb‐24 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Jul‐19 1 Sink DAYCARE 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jul‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Jul‐19 1 Sink DAYCARE 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Jul‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Water Filling Station CORRIDOR‐1065 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Sink MEDIC‐1007A 0.003 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Sink STAFF‐1042 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Water Filling Station CORRIDOR‐1019 0.000 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Sink CLASS‐0027 0.004 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Water Fountain DAYCARE 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Water Fountain CORRIDOR‐1031 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Sink KITCH‐1044 0.002 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
61 06161029 View Royal Elementary 1948 Oct‐19 1 Sink DAYCARE 0.001 No Lead filter installed with lead free fixtuInformation is provided to School staffNone. Oct‐22 30‐Mar‐22
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